
SUPPLYEXH.

BELOW CEILING TO THE CABINETS

FOR CONTINUATION OF THESE PIPES

REFER TO XXX DRAWINGS

3"Ø BLACK STEEL

PIPES

SUPPLY AIR DUCT

TO LOW PRESSURE

CONNECT PIPE

VENTED CABINETS FOR PIPING/CONNECTION

REFER TO SHEET XXX, FLAMMABLE STORAGE

REFER TO DETAIL XXX FOR GENERAL

THE EXH. FAN SIDE OF VAV TERMINAL BOX.

PROVIDE A 4" TAP AND CAP FOR FUTURE ON

NO SUPPLY PIPE IS REQUIRED.

POLYPROPLENEL PIPE FOR EXHAUST SYSTEM.

FOR VENTED CABINETS (LABELLED "XX") USE

BASE CABINET TO BE VENTED

OSHA FLAMMABLE STORAGR

REFERENCE ONLY

NOT TO SCALE

TYPICAL HOOD
M04

HOOD

LOCATION REQUIREMENTS.
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